
issue amendment date

All Drawings to be read in conjuction with Drawing Standards Sheet. 
Do not scale drawings. Drawings not to be relied upon by any third 

party or used for any other purpose other than that intended.

drawing no.

drawing

project

issue
Space Division Limited is the owner of the copyright subsisting in 
these drawings, plans, designs and specifications. They must not 

be used, reproduced or copied, in whole or in part, nor may the 
information, ideas and concepts therein contained (which are 

confidential to Space Division Limited) be disclosed to any person 
without the prior written consent of that company.

Space Division Limited
PO Box 25851

Auckland 1740, New Zealand
T (64 9) 948 5898

www.spacedivision.com
auckland@spacedivision.com

scale

drawn

checked

project no

1/2 A1(A1) (A3)
28/06/2018 4:41:35 p.m.

3

Cover Sheet & Drawing List

Maskell Street

A0-01

CONSTRUCTION

1601Author

Checker

Sheet
Number Sheet Name Scale

Current
Revision

Current Revision
Description

Current Revision
Date

0-0-General

A0-01 Cover Sheet & Drawing List N/A 3 BUILDING CONSENT RFIs 28/06/18
A0-02 Drawing Standards N/A 1 FOR CONSTRUCTION 22/02/18
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0-3-Site Plans
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1-0-Floor Plans
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A3-01 Elevations - North Proposed 1:50 / 1:100 3 BUILDING CONSENT RFIs 28/06/18
A3-02 Elevations - South Proposed 1:50 / 1:100 3 BUILDING CONSENT RFIs 28/06/18

4-0-Section Details

A4-01 Weatherboard details 1:5 / 1:10 4 BUILDING CONSENT RFIs 28/06/18
A4-02 Brick Veneer details 1:5 / 1:10 2 BUILDING CONSENT RFIs 18/05/18
A4-03 Floor details 1:5 / 1:10 3 BUILDING CONSENT RFIs 20/06/18
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A4-05 Roof Details 1:5 / 1:10 4 BUILDING CONSENT RFIs 28/06/18
A4-07 Flashing Detail 2 BUILDING CONSENT RFIs 28/06/18

6-0-Stair Details

A6-01 Staircase 1:5, 1:25 / 1:10, 1:50 2 BUILDING CONSENT RFIs 18/05/18
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A10-01 Window + Door Schedule 1:50 / 1:100 2 BUILDING CONSENT RFIs 18/05/18
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66 MASKELL STREET, ST HELIERS, AUCKLAND 1071
LOT 26 DP 16195

AUCKLAND UNITARY PLAN OPERATIVE IN PART

RESIDENTIAL ZONE Mixed Housing Suburban
EXPOSURE ZONE C
CLIMATE ZONE 1
EARTHQUAKE ZONE 1

LEE ZONE
RAINFALL INTENSITY (RANGE) 90-100
WIND ZONE Low

SITE AREA 1199m² 
66(Front site) 549m²
1-2/42 (Rear site) 650m²

MAXIMUM HEIGHT
Permitted 8m - requires RC

HEIGHT IN RELATION TO BOUNDARY
Alternative HIRB - complies

Building within 20m of site frontage (refer figure H4.6.6.1)

YARDS
Front 3m - complies
Side 1m - requires RC
Rear 1m - complies

MAXIMUM BUILDING COVERAGE
Permitted (40% max.of 1199) 479.6m²
Existing 429m² 

66+garage 198m²
1-2/42 231m²

Proposed 422m² - complies
66 191m²
1-2/42 231m²

MAXIMUM IMPERVIOUS AREA
Permitted (60% max of 1199) 719.4m²
Existing 766m²

66 533m²
1-2/42 233m²

Proposed 728m² - requires RC
66 495m²
1-2/42 233m²

MINIMUM LANDSCAPED AREA
Permitted (40% min of 1199) 479.6m² 
Existing 433m² 

66 248m²
1-2/42 185m²

Proposed 472m² - requires RC
66 287m²
1-2/42 185m²

MINIMUM FRONT YARD LANDSCAPING
Permitted (50% min of 60) 30m² 
Proposed 30m² - complies

OUTLOOK SPACE
Main living (Min. 6m in depth and 4m in width) - complies
All other habitable rooms 
(Min. 1m in depth and 1m in width) - complies

OUTDOOR LIVING SPACE
Permitted Min. 20m² - complies

NOTE : 
(1) LEVELS AND SITE BOUNDARIES FROM S.A & L.M 
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LEVEL 0 - PROPOSED1

NOTES

- WALL FRAMING SETOUT TO ALLOW FOR NEW WALLS ON CAVITY 
MEETING EXISTING WALL WITHOUT CAVITY TO ACHIEVE CLADDING 
ALIGNMENT. REFER TO DETAIL A4-01-06

G E N E R A L   N O T E S :
(REFER ALSO TO LARGE SCALE DETAILS)

ZONE C EXPOSURE CLASS - ALL STRUCTURAL FIXINGS SHELTERED AND 
EXPOSED TYPE 304 STAINLESS STEEL.

HIGH WIND ZONE FIXINGS

W A L L S
(1) BOTTOM PLATES - FIX TIMBER BOTTOM PLATE OF EXTERNAL AND 
BRACED WALLS TO FLOOR FRAMING WITH 3/90x3.15 POWER-DRIVEN 
NAILS AT 600 CTRS. FIX TIMBER BOTTOM PLATE OF INTERNAL NON-
BRACED WALLS TO FLOOR FRAMING WITH 1/90x3.15 POWER-DRIVEN 
NAILS. (AS PER TABLE 8.19 NZS3604). CONCRETE SLAB WITH M12 BOLTS, 
SET NO LESS THAN 75mm INTO CONCRETE (BENT TO PREVENT TURNING) 
AND 50x50x3mm WASHERS @1.2m ctrs ON DPC.
(2) TOP PLATES - FIX TIMBER TOP PLATES TO STUDS WITH 2/90x3.15 END 
NAILS AND 2 WIRE DOGS AT 600 CTRS. CAPACITY OF ALTERNATIVE 
FIXING 4.7kN. (AS PER TABLE 8.18 NZS3604).
(3) LINTELS - FIX TIMBER LINTELS TO TRIMMING STUDS WITH 25x1mm 
STRAP WITH 6/30x2.5mm NAILS TO BOTH LINTEL AND STUD, OR A 7.5kN 
(TENSION) CONNECTION. DOUBLING STUD TO BE CONTINUOUS BETWEEN 
THE BOTTOM PLATE AND THE UNDERSIDE OF THE LINTEL. FIX STUDS 
TOGETHER WITH 100x3.75mm NAILS @ 600 CRS WITH 2/100 x 3.75mm 
IMMEDIATELY UNDER THE LINTEL. AT JOIST/BOTTOM PLATE/STUD 
CONNECTION FIX WITH 25x1mm STRAP WITH 6/30x2.5mm NAILS INTO 
BOTH BLOCKING AND STUD OR A 7.5kN (TENSION) CONNECTION. (AS PER 
FIG 8.12 NZS3604).
(4) DOUBLE STUDS - FIX DOUBLE STUDS TO BOTTOM PLATE WITH 2 x 
TYLOK 2T4 NAIL PLATES EACH SIDE. 
(5) DWANGS - FIX DWANG TO STUD WITH 2/75x3.06 SKEWED POWER-
DRIVEN NAILS OR 2/90x3.15 END-NAILED POWER-DRIVEN NAILS. (AS PER 
TABLE 8.19 NZS3604).

R O O F

(6) RAFTERS - FIX RAFTERS WITH TYPE F 2/90 x 3.15 SKEW NAILS & STRAP 
FIXING OR 7.0kN ALTERNATIVE FIXING CAPACITY.
(7) TILE BATTENS FIX TIMBER TILE BATTENS 50x50mm @ 370 CRS 
THROUGH RAFTERS. FIX WITH 1/10g SELF-DRILLING SCREW, 100mm 
LONG, OR 2.4kN ALTERNATIVE FIXING CAPACITY.

R O O F  I N S U L A T I O N

(9) TO ALL SKILLION ROOFS A MINIMUM 25mm VENTILATION GAP MUST BE 
MAINTAINED BETWEEN THE UNDERSIDE OF THE BUILDING PAPER AND 
TOP OF INSULATION.

Interior Floor Areas

Level Mark Phase Created Area

LEVEL 0 iFT01 Existing 105 m²
LEVEL 0 iFT03 New Construction 18 m²
LEVEL 0 iFT05 New Construction 10 m²
LEVEL 1 iFT02 Existing 82 m²
LEVEL 1 iFT06 New Construction 24 m²
 Total Floor Area 238 m²

Exterior Floor Areas

Comments Level Mark Phase Created Area

L0 Terrace LEVEL 0 eFT01 Existing 16 m²
Parking
Pad

LEVEL 0 eFT03 New Construction 40 m²

L0 Deck LEVEL 0 eFT-0
4

Existing 28 m²

L1 Terrace LEVEL 1 eFT02 Existing 8 m²
 Total Floor Area 92 m²

1 FOR CONSTRUCTION 22/02/18
2 BUILDING CONSENT RFIs 18/05/18
3 BUILDING CONSENT RFIs 28/06/18
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NOTES

- WALL FRAMING SETOUT TO ALLOW FOR NEW WALLS ON CAVITY 
MEETING EXISTING WALL WITHOUT CAVITY TO ACHIEVE CLADDING 
ALIGNMENT. REFER TO DETAIL A4-01-06

G E N E R A L   N O T E S :
(REFER ALSO TO LARGE SCALE DETAILS)

ZONE C EXPOSURE CLASS - ALL STRUCTURAL FIXINGS SHELTERED AND 
EXPOSED TYPE 304 STAINLESS STEEL.

HIGH WIND ZONE FIXINGS

W A L L S
(1) BOTTOM PLATES - FIX TIMBER BOTTOM PLATE OF EXTERNAL AND 
BRACED WALLS TO FLOOR FRAMING WITH 3/90x3.15 POWER-DRIVEN 
NAILS AT 600 CTRS. FIX TIMBER BOTTOM PLATE OF INTERNAL NON-
BRACED WALLS TO FLOOR FRAMING WITH 1/90x3.15 POWER-DRIVEN 
NAILS. (AS PER TABLE 8.19 NZS3604). CONCRETE SLAB WITH M12 BOLTS, 
SET NO LESS THAN 75mm INTO CONCRETE (BENT TO PREVENT TURNING) 
AND 50x50x3mm WASHERS @1.2m ctrs ON DPC.
(2) TOP PLATES - FIX TIMBER TOP PLATES TO STUDS WITH 2/90x3.15 END 
NAILS AND 2 WIRE DOGS AT 600 CTRS. CAPACITY OF ALTERNATIVE 
FIXING 4.7kN. (AS PER TABLE 8.18 NZS3604).
(3) LINTELS - FIX TIMBER LINTELS TO TRIMMING STUDS WITH 25x1mm 
STRAP WITH 6/30x2.5mm NAILS TO BOTH LINTEL AND STUD, OR A 7.5kN 
(TENSION) CONNECTION. DOUBLING STUD TO BE CONTINUOUS BETWEEN 
THE BOTTOM PLATE AND THE UNDERSIDE OF THE LINTEL. FIX STUDS 
TOGETHER WITH 100x3.75mm NAILS @ 600 CRS WITH 2/100 x 3.75mm 
IMMEDIATELY UNDER THE LINTEL. AT JOIST/BOTTOM PLATE/STUD 
CONNECTION FIX WITH 25x1mm STRAP WITH 6/30x2.5mm NAILS INTO 
BOTH BLOCKING AND STUD OR A 7.5kN (TENSION) CONNECTION. (AS PER 
FIG 8.12 NZS3604).
(4) DOUBLE STUDS - FIX DOUBLE STUDS TO BOTTOM PLATE WITH 2 x 
TYLOK 2T4 NAIL PLATES EACH SIDE. 
(5) DWANGS - FIX DWANG TO STUD WITH 2/75x3.06 SKEWED POWER-
DRIVEN NAILS OR 2/90x3.15 END-NAILED POWER-DRIVEN NAILS. (AS PER 
TABLE 8.19 NZS3604).

R O O F

(6) RAFTERS - FIX RAFTERS WITH TYPE F 2/90 x 3.15 SKEW NAILS & STRAP 
FIXING OR 7.0kN ALTERNATIVE FIXING CAPACITY.
(7) TILE BATTENS FIX TIMBER TILE BATTENS 50x50mm @ 370 CRS 
THROUGH RAFTERS. FIX WITH 1/10g SELF-DRILLING SCREW, 100mm 
LONG, OR 2.4kN ALTERNATIVE FIXING CAPACITY.

R O O F  I N S U L A T I O N

(9) TO ALL SKILLION ROOFS A MINIMUM 25mm VENTILATION GAP MUST BE 
MAINTAINED BETWEEN THE UNDERSIDE OF THE BUILDING PAPER AND 
TOP OF INSULATION.

Interior Floor Areas

Level Mark Phase Created Area

LEVEL 0 iFT01 Existing 105 m²
LEVEL 0 iFT03 New Construction 18 m²
LEVEL 0 iFT05 New Construction 10 m²
LEVEL 1 iFT02 Existing 82 m²
LEVEL 1 iFT06 New Construction 24 m²
 Total Floor Area 238 m²

Exterior Floor Areas

Comments Level Mark Phase Created Area

L0 Terrace LEVEL 0 eFT01 Existing 16 m²
Parking
Pad

LEVEL 0 eFT03 New Construction 40 m²

L0 Deck LEVEL 0 eFT-0
4

Existing 28 m²

L1 Terrace LEVEL 1 eFT02 Existing 8 m²
 Total Floor Area 92 m²

1 FOR CONSTRUCTION 22/02/18
2 BUILDING CONSENT RFIs 18/05/18
3 BUILDING CONSENT RFIs 28/06/18
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STRUCTURAL MEMBERS
Refer to Engineers drawings

DS Double SG8 studs
C1 75x5 SHS post below.
C1* 75x5 SHS post above

J1 Existing floor Joists
J2 190x45 SG8 @ 600crs
DJ 2/190 x 45 SG8 

Double timber joists

Rafters 190 x 45 SG8 rafters @ 600 c/c 
max. unless otherwise indicated

*Lean to roof rafters to 140 x 45 @ 600 c/c
NOTE: ALL FRAMING PLANS TO BE READ IN 
CONJUNCTION WITH ENGINEER'S DRAWINGS

issue amendment date

All Drawings to be read in conjuction with Drawing Standards Sheet. 
Do not scale drawings. Drawings not to be relied upon by any third 

party or used for any other purpose other than that intended.

drawing no.

drawing

project

issue
Space Division Limited is the owner of the copyright subsisting in 
these drawings, plans, designs and specifications. They must not 

be used, reproduced or copied, in whole or in part, nor may the 
information, ideas and concepts therein contained (which are 

confidential to Space Division Limited) be disclosed to any person 
without the prior written consent of that company.

Space Division Limited
PO Box 25851

Auckland 1740, New Zealand
T (64 9) 948 5898

www.spacedivision.com
auckland@spacedivision.com

scale

drawn

checked

project no

1/2 A1(A1) (A3)
28/06/2018 4:41:40 p.m.

1 : 50

3

Roof Plan - Proposed

Maskell Street

A1-03

CONSTRUCTION

1601Author

Checker

1 : 50
ROOF - PROPOSED1 1 : 50

ROOF - FRAMING PLAN2

1 FOR CONSTRUCTION 22/02/18
2 BUILDING CONSENT RFIs 18/05/18
3 BUILDING CONSENT RFIs 28/06/18



UP

A

D

2 3 41

B

C

20MM STEP IN SLAB 
TO FORM UPSTAND 

REFER ENG. DWGS
PROPOSED CONC. SLAB

SE
T 

DO
W

N
19

0

GARAGE DOOR THRESHOLD 
20MM SET DOWN.

CONTROL JOINT -
LOCATION TBC ON SITE

NEW CONC. SLAB -
PARKING PAD

ALLOW REBATE IN 
TIMBER FLOOR FOR 
NEW FLUSH 
THRESHOLD TIMBER 
BIFOLD DOORS

ACO KS100 KLASSIKDRAIN 
LOAD CLASS A-B SLOPED 
DEPTH TRENCH DRAIN WITH 
TYPE 443Q STAINLESS 5 
STAR HEELSAFE ANTI-SLIP 
GRATE

ACO KS100 KLASSIKDRAIN 
LOAD CLASS A-B SLOPED 
DEPTH TRENCH DRAIN WITH 
TYPE 443Q STAINLESS 5 STAR 
HEELSAFE ANTI-SLIP GRATE

190MM MASONRY RETAINING 
WALL. REFER ENGINEERS 
DETAILS. FINISH 1.2M ABOVE FFL 
TO FORM BARRIER - PLASTER 
FINISH TO MATCH EXISTING.

PARKING PAD

FA
LL

 0
.5

°

FA
LL

 0
.5

°

GARAGE
-SINGLE

STOREWC

HALL

EXISTING TERRACE

EXISTING LIVING
ROOM

PARKING BLOCK 
TO RESTRICT CAR

LINE OF 190MM 
BLOCKWORK BELOW

WATERSTOP BEAD IN COLD 
JOINT BETWEEN EXISTING 
BRICK VENEER + NEW 
BLOCKWORK

RL +38.400

RL +38.347

RL +37.876

190 MASONRY 
BLOCKWORK - ALLOW 
SUBFLOOR VENTING 
TO BLOCKWORK 

RL +37.940

190x45 H1.2 SG8 TIMBER 
FLOOR JOISTS @ 600 CRS

LINTEL FB.01 -
2/290X45 SG8

LINTEL FB.02 - 150PFC

DS DS DS C.1 C.1

LINTEL FB.04-150PFC

C.1

C.1

LIN
TE

L F
B.

03
-1

50
PF

C

DS

DS DS

FB.05-180PFC

FB
.06

-1
25

PF
C

FB
.07

-1
25

PF
C

DJ DJ

FB.09 - 150PFC 

DS
DS

DS DS
FB.10 - 150PFC 

C.1*

DS DSFB.08 2/190x45 
SG8 BEAM

STAIR VOID 

C.1*

C.1*

FB.12 2/190x45 SG8

DJ

EX
. B

EA
M

EX
. B

EA
M

A

D

2 3

6680

3180 3335

1

VOID

NEW FLOOR
2865

JO
IS

T S
E T

DO
W

N
91

5 +
/-

JOIST SET DOWN
+/- 1180

SG8 140X45 @600 CTRS
ROOF FRAMING  TO LEAN-TO 
BELOW

NEW STRUCTURE TO 
FRAME FLOOR VOID -
REFER ENGINEERS 
DRAWINGS

BOUNDARY JOIST TO 
BEAR BACK TO EXISTING 
WALL BELOW

B

C
LOCALISED JOIST SETDOWN 
FOR 1200x900 FLUSH 
THRESHOLD SHOWER BASE; 
CHECK DEPTH AS PER 
MANUFACTURERS 
DOCUMENTATION; JOISTS AND 
BLOCKING SUPPORTS 
REQUIRED @ MAX 400MM CRS 
BOTH WAYS 

EXISTING HOUSE - HATCHED 
AREA REMAINS UNCHANGED

STRUCTURAL MEMBERS
Refer to Engineers drawings

DS Double SG8 studs
C1 75x5 SHS post below.
C1* 75x5 SHS post above

J1 Existing floor Joists
J2 190x45 SG8 @ 600crs
DJ 2/190 x 45 SG8 

Double timber joists

Rafters 190 x 45 SG8 rafters @ 600 c/c max. 
unless otherwise indicated

*Lean to roof rafters to 140 x 45 @ 600 c/c

TIMBER BLOCKING AT 
MID SPAN

190x45 H1.2 SG8 TIMBER 
FLOOR JOISTS @ 600 CRS

SD3-01

2

NOTE: ALL FRAMING PLANS TO BE READ IN 
CONJUNCTION WITH ENGINEER'S DRAWINGS

J1

J1

J1
J1

J2

DSDS C1

DS

C1C1

C1

issue amendment date

All Drawings to be read in conjuction with Drawing Standards Sheet. 
Do not scale drawings. Drawings not to be relied upon by any third 

party or used for any other purpose other than that intended.

drawing no.

drawing

project

issue
Space Division Limited is the owner of the copyright subsisting in 
these drawings, plans, designs and specifications. They must not 

be used, reproduced or copied, in whole or in part, nor may the 
information, ideas and concepts therein contained (which are 

confidential to Space Division Limited) be disclosed to any person 
without the prior written consent of that company.

Space Division Limited
PO Box 25851

Auckland 1740, New Zealand
T (64 9) 948 5898

www.spacedivision.com
auckland@spacedivision.com

scale

drawn

checked

project no

1/2 A1(A1) (A3)
28/06/2018 4:41:42 p.m.

1 : 50

3

L0 Slab Plan, L1 Framing Plan

Maskell Street

A1-04

CONSTRUCTION

1601Author

Checker

1 : 50
Level 0 - Slab/Floor framing Plan1 1 : 50

Level 1 - Floor Framing Plan2

1 FOR CONSTRUCTION 22/02/18
2 BUILDING CONSENT RFIs 18/05/18
3 BUILDING CONSENT RFIs 28/06/18



A

D

2 3 41

B

C

HALL

STOREWC

GARAGE
-SINGLE

EXISTING LIVING
ROOM

EXISTING OFFICE

EXISTING DINING
ROOM

EXISTING KITCHEN

VOID

GIB ceiling around new 
staircase void - Make good 

SD

SD

EXTRACT FAN TO 
CEILING/ SOFFIT

CEILING PLANE BRACING 
REQUIRED, BRACING TO 
RUN UNDER SIDE OF THE 

JOISTS; REFER 
ENGINEER'S DWG.

CEILING PLANE BRACING 
REQUIRED, BRACING TO 
RUN UNDER SIDE OF THE 

JOISTS; REFER 
ENGINEER'S DWG.

CEILING PLANE BRACING 
REQUIRED, BRACING TO 
RUN UNDER SIDE OF THE 

JOISTS; REFER 
ENGINEER'S DWG.

MAX. SPAN 1.0M
2/90X45

MAX. SPAN 1.0M
2/90X45

Sl
op

e

Sl
op

e

A

D

2 31

B

C

BEDROOM 1 BEDROOM 2

HALLWAY

BATHROOM WARDROBE

GIB ceiling over new 
staircase - Make good 

New skylight, 13mm GIB 
standard to frame opening, 
centred in hallway

W1-06

SDSD

SD

Sl
op

e

Sl
op

e
Sl

op
e

Slope Slope Slope

LINE OF CHANGE 
IN CEILING 
PITCH 

MA
X.

 S
P A

N 
0.9

M
2/9

0X
45

MA
X.

 S
P A

N 
1.5

M
2/1

40
X4

5
MA

X.
 S

P A
N 

0.9
M

2/9
0X

45

MAX. SPAN 1.9M
2/190X45

9mm HARDIES VILLABOARD SOFFIT LINING. 
RECESSED EDGE JOINTS. STOP FLUSH & 
PAINT. DRIVE SCREW FIXING (0.5mm BELOW 
SURFACE FOR FLUSH FINISH). CHECK 
MATCHES EXISTING SOFFIT MATERIAL & 
FINISH.

13mm STANDARD GIB CEILING. 
STOP FLUSH AND PAINT.

12MM PINE PLYWOOD BB GRADE, 
BUTT JOINTED CLEAR FINISH

MANROSE MFLP1505 MECHANICAL 
VENT, DISCHARGE TO EAVE

SD RESIDENTIAL SMOKE 
DETECTORS AS PER NZBC F7

NOTE:
(1) ALL TIMBER FOR LINTELS SG8 H1.2 TIMBER
(2) 70X45 TIMBER CEILING BATTENS @ 600 CTRS

FIXINGS

G E N E R A L   N O T E S:
(REFER ALSO TO LARGE SCALE DETAILS)

ZONE C EXPOSURE CLASS - ALL STRUCTURAL FIXINGS SHELTERED 
AND EXPOSED TYPE 304 STAINLESS STEEL.
LOW WIND ZONE; USE  HIGH WIND ZONE FOR FIXINGS

W A L L S
(1) BOTTOM PLATES - FIX TIMBER BOTTOM PLATE OF EXTERNAL 

AND BRACED WALLS TO FLOOR FRAMING WITH 3/90x3.15 POWER-
DRIVEN NAILS AT 600 CTRS. FIX TIMBER BOTTOM PLATE OF 
INTERNAL NON-BRACED WALLS TO FLOOR FRAMING WITH 
1/90x3.15 POWER-DRIVEN NAILS. (AS PER TABLE 8.19 NZS3604).

(2) TOP PLATES - FIX TIMBER TOP PLATES TO STUDS WITH 2/90x3.15 
END NAILS AND 2 WIRE DOGS AT 600 CTRS. CAPACITY OF 
ALTERNATIVE FIXING 4.7kN. (AS PER TABLE 8.18 NZS3604).

(3) LINTELS - FIX TIMBER LINTELS TO TRIMMING STUDS WITH 25x1mm 
STRAP WITH 6/30x2.5mm NAILS TO BOTH LINTEL AND STUD, OR A 
7.5kN (TENSION) CONNECTION. DOUBLING STUD TO BE 
CONTINUOUS BETWEEN THE BOTTOM PLATE AND THE 
UNDERSIDE OF THE LINTEL. FIX STUDS TOGETHER WITH 
100x3.75mm NAILS @ 600 CRS WITH 2/100 x 3.75mm IMMEDIATELY 
UNDER THE LINTEL. AT JOIST/BOTTOM PLATE/STUD CONNECTION 
FIX WITH 25x1mm STRAP WITH 6/30x2.5mm NAILS INTO BOTH 
BLOCKING AND STUD OR A 7.5kN (TENSION) CONNECTION. (AS 
PER FIG 8.12 NZS3604).

(4) DOUBLE STUDS - FIX DOUBLE STUDS TO BOTTOM PLATE WITH 2 x 
TYLOK 2T4 NAIL PLATES EACH SIDE. 

(5) DWANGS - FIX DWANG TO STUD WITH 2/75x3.06 SKEWED POWER-
DRIVEN NAILS OR 2/90x3.15 END-NAILED POWER-DRIVEN NAILS. 
(AS PER TABLE 8.19 NZS3604).
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