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PRELIMINARY DESIGN
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(A3 SIZE)
PROPOSED FIRST FLOOR PLAN

© Design and drawings are copyright of Blueprint Architecture
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LANDING

BEDROOMBATH.

STAIR

BALCONY

RELOCATED
HEAT PUMP

RETROFIT A NEW OPENING SASH TO
EXISITING ALUM WINDOW. DOUBLE
GLAZED ETCHLITE GRADE A SAFETY
GLASS TO NZS 4223.
GLASS TO MATCH EXISTING FIRST
FLOOR ENSUITE

UP

UP FROM
BELOW

DRAWING LEGENDDRAWING LEGENDDRAWING LEGENDDRAWING LEGEND

EXISTING TIMBER FRAMED WALL

NEW TIMBER FRAMED WALL

GIRDER TRUSS OVER

SKYLIGHTSKYLIGHT

RUN BRANCH DRAIN THROUGH NEW CEILING
BULKHEAD FORMED ABOVE KITCHEN
CUPBOARDS.
RUN DRAIN TO SOFFIT CAVITY, DROPPING
VERTICALLY THROUGH SOFFIT TO NEW
DRAIN CONNECTION BELOW GROUND LEVEL

WHB WASTE PIPE RUN IN NEW
PARTITION WALL FRAMING WITH
LUMBERLOK "FRAMING STUD
STIFFENERS" INSTALLED.

ALLPROOF "TK80SS7"
SHOWER WASTE WITH
80/50 FLOOR WASTE
GULLY

CEILING MOUNT EXTRACT FAN
(25L/s MIN) CONNECT TO NEW
SOFFIT GRILLE

WALL BRACING
(REFERENCE / TYPE / LENGTH)

A1 / GS1 / 1.2

PLUMBING SCHEDULEPLUMBING SCHEDULEPLUMBING SCHEDULEPLUMBING SCHEDULE

GRADIENT

1 in 40

1 in 40

1 in 40

PLUMBING FITTING MIN. DIA.

40Ø

40Ø

100Ø

NEW FOULWATER PLUMBING TO COMPLY WITH NZBC G13/AS1

NEW FOULWATER DRAINAGE TO COMPLY WITH NZBC G13/AS2

SHOWER

WASH HAND BASIN

TOILET PAN

GULLY  TRAP (EXISTING)

TERMINAL VENT (EXISTING)

AIR ADMITTANCE VALVE (32Ø VENT)
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HUSH TYPE SMOKE ALARM

SM

SM
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WHB
AAV

100Ø BRANCH DRAIN

AAV

POSITION OF DEMOLISHED WALL

GAS FIRE FLUE IS >500mm FROM NEW

OPENING SASH, AS PER AS/NZS 5601.1.

NEW CEILING ACCESS
HATCH 450x450

760

RE-LINE THIS WALL WITH
GIB AQUALINE
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